
2.1.1 SITE NOTES

2.1.2 A LADDER SHALL BE IN PLACE FOR INSPECTION IN COMPLIANCE WITH OSHA

REGULATIONS.

2.1.3 THE PV MODULES ARE CONSIDERED NON-COMBUSTIBLE AND THIS SYSTEM IS AN

UTILITY INTERACTIVE SYSTEM WITH NO STORAGE BATTERIES.

2.1.4 THE SOLAR PV INSTALLATION SHALL NOT OBSTRUCT ANY PLUMBING, MECHANICAL, OR

BUILDING ROOF VENTS.

2.1.5 PROPER ACCESS AND WORKING CLEARANCE AROUND EXISTING AND PROPOSED

ELECTRICAL EQUIPMENT WILL BE PROVIDED AS PER SECTION [NEC 110.26]

2.1.6 ALTERNATE POWER SOURCE PLACARD SHALL BE PLASTIC, ENGRAVED IN A

CONTRASTING COLOR TO THE PLAQUE. THIS PLAQUE WILL BE ATTACHED USING AN

APPROVED METHOD. IF EXPOSED TO SUNLIGHT, IT SHALL BE UV RESISTANT. ALL

PLAQUES AND SIGNAGE WILL BE INSTALLED AS REQUIRED BY THE NEC.

2.1.7 THE GROUNDING ELECTRODE CONDUCTOR SHALL BE PROTECTED FROM PHYSICAL

DAMAGE BETWEEN THE GROUNDING ELECTRODE AND THE PANEL (OR INVERTER) IF

SMALLER THAN #6 AWG COPPER WIRE PER NEC 250-64B. THE GROUNDING ELECTRODE

CONDUCTOR WILL BE CONTINUOUS, EXCEPT FOR SPLICES OR JOINTS AT BUSBARS

WITHIN LISTED EQUIPMENT PER [NEC 250.64C.]

2.1.8 ROOF COVERINGS SHALL BE DESIGNED, INSTALLED, AND MAINTAINED IN ACCORDANCE

WITH THIS CODE AND THE APPROVED MANUFACTURER'S INSTRUCTIONS SUCH THAT

THE ROOF COVERING SHALL SERVE TO PROTECT THE BUILDING OR STRUCTURE.

2.1.9 RIGID CONDUIT (AND/OR NIPPLES) MUST HAVE A PULL BUSHING TO PROTECT WIRES.

2.1.10 BOLTED CONNECTION REQUIRED IN DC DISCONNECTS ON THE WHITE GROUNDED

CONDUCTOR (USE POLARIS BLOCK OR NEUTRAL BAR)

2.1.11 ANY CONNECTION ABOVE LIVE PARTS MUST BE WATERTIGHT. REDUCING WASHERS

DISALLOWED ABOVE LIVE PARTS, MEYERS HUBS RECOMMENDED

2.2.1 SOLAR CONTRACTOR

2.2.2 MODULE CERTIFICATIONS WILL INCLUDE UL1703, IEC61646, IEC61730.

2.2.3 IF APPLICABLE, MODULE GROUNDING LUGS MUST BE INSTALLED AT THE MARKED

GROUNDING LUG HOLES PER THE MANUFACTURERS' INSTALLATION REQUIREMENTS.

2.2.4 AS INDICATED BY DESIGN, OTHER NRTL LISTED MODULE GROUNDING DEVICES MAY BE

USED IN PLACE OF STANDARD GROUNDING LUGS AS SHOWN IN MANUFACTURER

DOCUMENTATION AND APPROVED BY THE AHJ.

2.2.5 CONDUIT AND WIRE SPECIFICATIONS ARE BASED ON CODE REQUIREMENTS AND ARE

NOT MEANT TO LIMIT UP-SIZING AS REQUIRED BY FIELD CONDITIONS.

2.2.6 CONDUIT POINT OF PENETRATION FROM EXTERIOR TO INTERIOR TO BE INSTALLED

AND SEALED WITH A SUITABLE SEALING COMPOUND.

2.2.7 DC WIRING LIMITED TO MODULE FOOTPRINT.

2.2.8 WIRING SYSTEMS SHALL BE LOCATED AND SECURED UNDER THE ARRAY W/ SUITABLE

WIRING CLIPS.

2.2.9 MAX DC VOLTAGE CALCULATED USING MANUFACTURER PROVIDED TEMP COEFFICIENT

FOR VOC UNLESS NOT AVAILABLE.

2.2.10 ALL INVERTERS, PHOTOVOLTAIC MODULES, SOURCE CIRCUIT COMBINERS INTENDED

FOR USE IN A PHOTOVOLTAIC POWER SYSTEM WILL BE IDENTIFIED AND LISTED FOR

THE APPLICATION PER 690.4 (D).

2.2.11 ALL SIGNAGE TO BE PLACED IN ACCORDANCE WITH LOCAL BUILDING CODE.

2.3.1 EQUIPMENT LOCATIONS

2.3.2 ALL EQUIPMENT SHALL MEET MINIMUM SETBACKS AS REQUIRED BY [NEC 110.26].

2.3.3 EQUIPMENT INSTALLED IN DIRECT SUNLIGHT MUST BE RATED FOR EXPECTED

OPERATING TEMPERATURE AS SPECIFIED BY [NEC 690.31 (A)-(B)] AND [NEC TABLE

310.15 (B)(2)(C)].

2.3.4 ADDITIONAL AC DISCONNECTS SHALL BE PROVIDED WHERE THE INVERTER IS NOT

ADJACENT TO THE UTILITY AC DISCONNECT, OR NOT WITHIN SIGHT OF THE UTILITY AC

DISCONNECT.

2.3.5 ALL EQUIPMENT SHALL BE INSTALLED ACCESSIBLE TO QUALIFIED PERSONNEL

ACCORDING TO NEC APPLICABLE CODES.

2.3.6 ALL COMPONENTS ARE LISTED FOR THEIR PURPOSE AND RATED FOR OUTDOOR

USAGE WHEN APPROPRIATE.

2.4.1 WIRING & CONDUIT NOTES

2.4.2 ALL CONDUIT SIZES AND TYPES, SHALL BE LISTED FOR ITS PURPOSE AND APPROVED

FOR THE SITE APPLICATIONS

2.4.3 ALL PV CABLES AND HOMERUN WIRES MUST BE #10AWG *PV WIRE, OR PROPRIETARY

SOLAR CABLING SPECIFIED BY MFR, OR EQUIVALENT; ROUTED TO SOURCE CIRCUIT

COMBINER BOXES AS REQUIRED

2.4.4 ALL CONDUCTORS AND OCPD SIZES AND TYPES SPECIFIED ACCORDING TO [NEC 690.8

(A)(1) & (B)(1)], [NEC 240] [NEC 690.7] FOR MULTIPLE CONDUCTORS

2.4.5 ALL PV DC CONDUCTORS IN CONDUIT EXPOSED TO SUNLIGHT SHALL BE DERATED

ACCORDING TO [NEC TABLE 310.15 (B)(2)(C)] BLACK ONLY**

2.4.6 EXPOSED ROOF PV DC CONDUCTORS SHALL BE PV WIRE, 90°C RATED, WET AND UV

RESISTANT, AND UL LISTED RATED FOR 1000V, UV RATED SPIRAL WRAP SHALL BE USED

TO PROTECT WIRE FROM SHARP EDGES

2.4.7 PHASE AND NEUTRAL CONDUCTORS SHALL BE DUAL RATED THHN/THWN-2 INSULATED,

90°C RATED, WET AND UV RESISTANT, RATED FOR 1000V PER NEC 2008 OR 1000V PER

NEC 2011

2.4.8 4-WIRE DELTA CONNECTED SYSTEMS HAVE THE PHASE WITH THE HIGHER VOLTAGE TO

GROUND MARKED ORANGE OR IDENTIFIED BY OTHER EFFECTIVE MEANS

2.4.9 ALL SOURCE CIRCUITS SHALL HAVE INDIVIDUAL SOURCE CIRCUIT PROTECTION

2.4.10 VOLTAGE DROP LIMITED TO 2% FOR DC CIRCUITS AND 1% FOR AC CIRCUITS

2.4.11 NEGATIVELY GROUNDED SYSTEMS DC CONDUCTORS SHALL BE COLOR CODED AS

FOLLOWS: DC POSITIVE - RED (OR MARKED RED), DC NEGATIVE - GREY (OR MARKED

GREY)

2.4.12 POSITIVELY GROUNDED SYSTEMS DC CONDUCTORS COLOR CODED: DC POSITIVE -

GREY (OR MARKED GREY), DC NEGATIVE - BLACK (OR MARKED BLACK)

2.4.13 AC CONDUCTORS >4AWG COLOR CODED OR MARKED: PHASE A OR L1- BLACK, PHASE B

OR L2- RED, PHASE C OR L3- BLUE, NEUTRAL- WHITE/GRAY

2.5.1 STRUCTURAL NOTES:

2.5.2 RACKING SYSTEM & PV ARRAY SHALL BE INSTALLED ACCORDING TO

CODE-COMPLIANT INSTALLATION MANUAL.

2.5.3 ROOF MOUNTED STANDARD RAIL REQUIRES ONE THERMAL EXPANSION GAP FOR

EVERY RUN OF RAIL GREATER THAN 40'.

2.5.4 NO  ROOF MOUNTED ARRAY SHOULD EXCEED 1 FOOT OF HEIGHT ABOVE THE ROOF

DECK.

2.5.5 JUNCTION  BOX SHALL BE INSTALLED PER MANUFACTURERS' SPECIFICATIONS. IT

SHALL BE FLASHED & SEALED PER LOCAL AND NCS REQUIREMENTS.

2.5.6 ROOFTOP PENETRATIONS PERTAINING TO SOLAR RACKING WILL BE COMPLETED AND

SEALED W/ APPROVED CHEMICAL SEALANT PER CODE.

2.5.7 ALL PV RELATED RACKING ATTACHMENTS WILL BE SPACED NO GREATER THAN THE

SPAN DISTANCE SPECIFIED BY THE RACKING MANUFACTURER. O.C. FINAL

ATTACHMENT LOCATIONS MAY BE ADJUSTED IN THE FIELD AS NECESSARY.

2.5.8 ALL PV RELATED RACKING ATTACHMENTS SHALL BE STAGGERED BY ROW AMONGST

THE ROOF FRAMING MEMBERS.

2.5.9 STRUCTURAL PLANS CERTIFIED AS PROVIDED IN SECTION 106.1.4.1 OF THE DC

CONSTRUCTION CODE

2.6.1     GROUNDING NOTES

2.6.2 A GROUNDING ELECTRODE SYSTEM IN ACCORDANCE WITH [NEC 690-47] AND [NEC

250-50] THROUGH [NEC 60 250-166] SHALL BE PROVIDED. PER NEC, GROUNDING

ELECTRODE SYSTEM OF EXISTING BUILDING MAY BE USED AND BONDED TO AT THE

SERVICE ENTRANCE. IF EXISTING SYSTEM IS INACCESSIBLE, OR INADEQUATE, OR IS

ONLY METALLIC WATER PIPING, A SUPPLEMENTAL GROUNDING ELECTRODE WILL BE

USED CONSISTING OF UL LISTED GROUND RODS WITH ACORN CLAMPS.

2.6.3 GROUNDING ELECTRODE CONDUCTORS SHALL BE NO LESS THAN #8 AWG COPPER

AND BONDED TO THE BUILDINGS EXISTING GROUNDING SYSTEM AND PROVIDE FOR A

COMPLETELY INTEGRATED GROUNDING SYSTEM.

2.6.4 PV SYSTEM SHALL BE GROUNDED IN ACCORDANCE TO [NEC 250.21], [NEC TABLE

250.122], AND ALL METAL PARTS OR MODULE FRAMES ACCORDING TO [NEC 690.43].

2.6.5 MODULE SOURCE CIRCUITS SHALL BE GROUNDED IN ACCORDANCE TO [NEC 690.42].

2.6.6 THE GROUNDING CONNECTION TO A MODULE SHALL BE ARRANGED SUCH THAT THE

REMOVAL OF A MODULE DOES NOT INTERRUPT A GROUNDED CONDUCTOR TO

ANOTHER MODULE.

2.6.7 EACH MODULE WILL BE GROUNDED USING THE SUPPLIED CONNECTIONS POINTS

IDENTIFIED IN THE MANUFACTURER'S INSTALLATION INSTRUCTIONS.

2.6.8 ENCLOSURES SHALL BE PROPERLY PREPARED WITH REMOVAL OF PAINT/FINISH AS

APPROPRIATE WHEN GROUNDING EQUIPMENT WITH TERMINATION GROUNDING LUGS.

2.6.9 GROUNDING SYSTEM COMPONENTS SHALL BE LISTED FOR THEIR PURPOSE, AND

GROUNDING DEVICES EXPOSED TO THE ELEMENTS SHALL BE RATED FOR DIRECT

BURIAL.

2.6.10 GROUNDING AND BONDING CONDUCTORS SHALL BE COPPER, SOLID OR STRANDED,

AND BARE WHEN EXPOSED.

2.6.11 EQUIPMENT GROUNDING CONDUCTORS SHALL BE SIZE ACCORDING TO [NEC 690.45].

2.6.12 GROUNDING AND BONDING CONDUCTORS, IF INSULATED, SHALL BE COLOR CODED

GREEN (OR MARKED GREEN IF #4 AWG OR LARGER)

2.6.13 ALL CONDUIT BETWEEN THE UTILITY AC DISCONNECT AND THE POINT OF CONNECTION

SHALL HAVE GROUNDING BUSHINGS AT BOTH ENDS.

2.6.14 AC SYSTEM GEC SIZED ACCORDING TO [NEC 690.47], [NEC TABLE 250.66], DC SYSTEM

GEC SIZED ACCORDING TO [NEC 250.166],

2.6.15 EXPOSED NON-CURRENT CARRYING METAL PARTS OF MODULE FRAMES, EQUIPMENTS,

AND CONDUCTOR ENCLOSURES SHALL BE GROUNDED IN ACCORDANCE WITH 250.134

OR 250.136(A) REGARDLESS OF VOLTAGE.

2.7.1 INTERCONNECTION NOTES

2.7.2 PV DEDICATED BACKFEED BREAKERS MUST BE LOCATED AT THE OPPOSITE END OF

THE BUS FROM THE MAIN SERVICE BREAKER OR TRANSFORMER INPUT FEEDER IN

ACCORDANCE WITH [NEC 690.64(B)(7)]

2.7.3 SUM OF BREAKER RATINGS SUPPLYING THE BUS MAY NOT EXCEED 120% OF THE THE

BUSBAR RATING PER [NEC 690.64(B)(2)] AND/OR [NEC 705.12(D)(1).

2.7.4 GROUND FAULT PROTECTION IN ACCORDANCE WITH [NEC 215.9] & [NEC 230.95] ALL

EQUIPMENT TO BE RATED FOR BACKFEEDING.

2.7.5 SUPPLY SIDE INTERCONNECTION ACCORDING TO [NEC 690.64(A)] AND/OR [NEC

705.12(A)] WITH SERVICE ENTRANCE CONDUCTORS IN ACCORDANCE WITH [NEC

230.42(B)]

2.8.1      DISCONNECT NOTES

2.8.2 DISCONNECTING SWITCHES SHALL BE WIRED SUCH THAT WHEN THE SWITCH IS

OPENED THE CONDUCTORS REMAINING LIVE ARE CONNECTED TO THE TERMINALS

MARKED “LINE SIDE” (TYPICALLY THE UPPER TERMINALS)

2.8.3 AC DISCONNECT MUST BE ACCESSIBLE TO QUALIFIED UTILITY PERSONNEL, BE

LOCKABLE, AND BLADED

2.8.4 DC CURRENT CONDUCTORS ARE TO REMAIN OUTSIDE OF BUILDING PRIOR TO EITHER

A FUSEABLE SOURCE CIRCUIT COMBINER BOX OR A LOAD-BREAK DISCONNECTING DEVICE

OWNER
NAME: THE RESIDENCE AT MINNESOTA

GARDENS

PROJECT MANAGER
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1.1.1 PROJECT NOTES:

1.1.2 THIS PHOTOVOLTAIC (PV) SYSTEM SHALL COMPLY WITH

THE NATIONAL ELECTRIC CODE (NEC) ARTICLE 690, ALL

MANUFACTURERS’S LISTING AND INSTALLATION

INSTRUCTIONS, AND THE RELEVANT CODES AS

SPECIFIED BY THE AUTHORITY HAVING

JURISDICTION’S (AHJ) APPLICABLE CODES.

1.1.3 GROUND FAULT DETECTION AND INTERRUPTION (GFDI)

DEVICE IS INTEGRATED WITH THE INVERTER IN

ACCORDANCE WITH [NEC 690.5(A)]

1.1.4 THE UTILITY INTERCONNECTION APPLICATION MUST BE

APPROVED AND PV SYSTEM INSPECTED PRIOR TO

PARALLEL OPERATION

1.1.5 LOAD-SIDE INTERCONNECTION SHALL BE IN

ACCORDANCE WITH [NEC 690.64 (B)]

1.1.6 ALL PV SYSTEM COMPONENTS; MODULES,

UTILITY-INTERACTIVE INVERTERS, AND SOURCE CIRCUIT

COMBINER BOXES ARE IDENTIFIED AND LISTED FOR USE

IN PHOTOVOLTAIC SYSTEMS AS REQUIRED BY [NEC

690.4] & [NEC 690.60]

PV MODULES:UL 1703 CERTIFIED, NFPA 70 CLASS C FIRE

INVERTER(S):UL 1741 CERTIFIED, IEEE 1547, 929, 519

COMBINER BOX(S):UL 1703 OR UL 1741 ACCESSORY

1.2.1    SCOPE OF WORK:

1.2.2 CONTRACTOR IS RESPONSIBLE FOR THE DESIGN AND

SPECIFICATIONS OF THE GRID-TIED PHOTOVOLTAIC

SYSTEM RETROFIT. CONTRACTOR WILL BE

RESPONSIBLE FOR COLLECTING EXISTING ONSITE

REQUIREMENTS TO DESIGN, SPECIFY, AND INSTALL THE

EXTERIOR ROOF-MOUNTED PORTION OF THE

PHOTOVOLTAIC SYSTEMS DETAILED IN THIS DOCUMENT.

1.3.1  WORK INCLUDES:

1.3.2 PV RACKING SYSTEM INSTALLATION - AEROCOMPACT

BALLASTED ROOF.

1.3.3 PV MODULE AND INVERTER INSTALLATION - SUNPOWER

SPR-X22-360-COM WITH SOLAREDGE11400A-US &

3800A-US FOR THE ROOF AND CANADIAN SOLAR CS 6U-

340M FOR THE CANOPY WITH A SOLECTRIA PVI 7500

INVERTER.

1.3.4 PV EQUIPMENT GROUNDING

1.3.5 PV SYSTEM WIRING TO A ROOF-MOUNTED JUNCTION

BOX

1.3.6 PV INSTALLING SYSTEM MONITORING EQUIPMENT

1.3.7 PV LOAD CENTERS

1.3.8 PV METERING

1.3.9 PV DISCONNECTS

1.3.10PV GROUNDING ELECTRODE & BONDING TO (E) GEC

1.3.11PV FINAL COMMISSIONING

GENERAL NOTES

5'-234"

3'-612"

5'-2"

5'-034"

3'-512"

SCOPE OF WORK
SYSTEM SIZE: ROOF:
                                           STC:  364 x 360 = 131.04 kW

PTC:  364 x 334.4 = 121.721 kW DC
(364)SUNPOWER SPR X22 360-COM

                                           (364) P400 SOLAR EDGE POWER OPTIMIZERS
(9) SOLAR EDGE SE11400A-US &

                                           (1)SE 3800A-US

                                          CANOPY:
                                          STC 90 x 340 = 30.60 kW
STC: PTC 90 x 299.2 = 26.92 kW DC

(90)CANADIAN SOLAR CS6U 340MAXPOWER
                                           (1)   SOLECTRIA PVI 7500

ATTACHMENT TYPE: BALLAST MOUNT
MSP UPGRADE: NO

THE RESIDENCE AT MINNESOTA GARDENS

          NEW PV SYSTEM: 161.64 kWp(DC)

                                                     :  113.90 kWp(AC)

     3501-3513 MINNESOTA AVE SE WASHINGTON, DC 20019
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ARRAY 8 - 10.08 kW

[x28] (N) MODULES

TILT: 5°

ROOF PITCH: 22.5°

AZIMUTH: 294°

ARRAY 3 - 9.72 kW

[x27] (N) MODULES

TILT: 5°

ROOF PITCH: 22.5°

AZIMUTH: 114°

41.2"

61.4"

(364) SUNPOWER

        SPR X22- 360 WATT

        (ROOF)

ARRAY 6 - 10.80 kW

[x30] (N) MODULES

TILT: 5°

ROOF PITCH: 0°

AZIMUTH: 204°

ARRAY 1 - 26.28 kW

[x73] (N) MODULES

TILT:  5°

ROOF PITCH: 0°

AZIMUTH: 204°

ARRAY 2 - 10.08 kW

[x28] (N) MODULES

TILT: 5°

ROOF PITCH: 0°

AZIMUTH: 204°

ARRAY 4 - 11.88 kW

[x33] (N) MODULES

TILT: 5°

ROOF PITCH: 22.5°

AZIMUTH: 114°

ARRAY 5 - 3.60 kW

[x10] (N) MODULES

TILT: 5°

ROOF PITCH: 22.5°

AZIMUTH: 114°

ARRAY 9 - 12.96 kW

[x36] (N) MODULES

TILT: 5°

ROOF PITCH: 22.5°

AZIMUTH: 294°

ARRAY 10 - 10.08 kW

[x28] (N) MODULES

TILT: 5°

ROOF PITCH: 22.5°

AZIMUTH: 294°

ARRAY 7 - 25.56 kW

[x71] (N) MODULES

TILT: 5°

ROOF PITCH: 0°

AZIMUTH: 204°

ARRAY 8 - 30.6 kW

[x90] (N) MODULES

TILT: 7°

AZIMUTH: 204°

39"

77"

(90) CANADIAN SOLAR

       CS6U-340M WATT

       (CANOPY)
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MINIMUM 4' SETBACK FROM EDGE ON ALL SIDES ON FLAT ROOFS

Structural plans certified as provided in section

106.1.4.1 of the DC construction code
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(N) 600A AC PHOTOVOLTAIC PANELBOARD

MECHANICAL  ROOM AT ROOF LEVEL

LABEL 10

LABEL 8

LABEL 8

(E) PANELBOARD MDP-R

 MECHANICAL ROOM AT ROOF LEVEL

240V, 1PH, 3W,400A

*SERVICE TO BE UPGRADED TO 800A

ROOF TOP MECHANICAL ROOM

(2) 2.5" EMT CONDUIT

(3) 350 AWG (THWN-2) - PER CONDUIT

(1) 4 AWG (THWN-2) GROUND - PER CONDUIT

08

LABEL 2, 3, 7

DC AC

4

01

LABEL 2, 3, 7

DC AC

5

01

LABEL 2, 3, 7

DC AC

6

LABEL 8

600A FUSE

400A/2P

TO UTILITY

GRID

01

SOLAREDGE- SE11400A-US

DC DISCONNECT

DC INPUT: 15.35KW, 500 VDC,

MAX. AC OUTPUT: 11.4KW, 240VAC, 47.5A

CEC-WEIGHTED EFFICIENCY: 97.5%

SOLAREDGE- SE3800A-US

DC DISCONNECT

DC INPUT: 5.1KW, 500 VDC,

MAX. AC OUTPUT: 3.8KW, 240VAC, 16A

CEC-WEIGHTED EFFICIENCY: 98%

60A

60A

1" EMT CONDUIT

(6) 10 AWG (PV WIRE )

(1) 8 AWG(THWN-2) - GROUND

30A

04

04

05

07

RS-485

RS-485

RS-485

(N) 1P 800A SOLAR DISCONNECT LOCATED

IN MECHANICAL ROOM AT ROOF LEVEL

(1) 1" EMT CONDUIT

(3) 6 AWG (THWN-2)

(1) 8 AWG (THWN-2) - GROUND

(1) 1" EMT CONDUIT

(3) 10 AWG (THWN-2)

(1) 8 AWG (THWN-2) - GROUND

SOLAREDGE- SE11400A-US

DC DISCONNECT

DC INPUT: 15.35KW, 500 VDC,

MAX. AC OUTPUT: 11.4KW, 240VAC, 47.5A

CEC-WEIGHTED EFFICIENCY: 97.5%

1" EMT CONDUIT

(6) 10 AWG (PV WIRE )

(1) 8 AWG(THWN-2) - GROUND

1" EMT CONDUIT

(2) 10 AWG (PV WIRE )

(1) 8 AWG(THWN-2) - GROUND

60A

(1) 1" EMT CONDUIT

(3) 6 AWG (THWN-2)

(1) 8 AWG (THWN-2) - GROUND

RS-485

LABEL 2, 3, 7

DC AC

3

01

SOLAREDGE- SE11400A-US

DC DISCONNECT

DC INPUT: 15.35KW, 500 VDC,

MAX. AC OUTPUT: 11.4KW, 240VAC, 47.5A

CEC-WEIGHTED EFFICIENCY: 97.5%

1" EMT CONDUIT

(6) 10 AWG (PV WIRE )

(1) 8 AWG(THWN-2) - GROUND

RS-485

LABEL 2, 3, 7

DC AC

7

01

SOLAREDGE- SE11400A-US

DC DISCONNECT

DC INPUT: 15.35KW, 500 VDC,

MAX. AC OUTPUT: 11.4KW, 240VAC, 47.5A

CEC-WEIGHTED EFFICIENCY: 97.5%

1" EMT CONDUIT

(6) 10 AWG (PV WIRE )

(1) 8 AWG(THWN-2) - GROUND

RS-485

LABEL 2, 3, 7

DC AC

8

01

SOLAREDGE- SE11400A-US

DC DISCONNECT

DC INPUT: 15.35KW, 500 VDC,

MAX. AC OUTPUT: 11.4KW, 240VAC, 47.5A

CEC-WEIGHTED EFFICIENCY: 97.5%

1" EMT CONDUIT

(6) 10 AWG (PV WIRE )

(1) 8 AWG(THWN-2) - GROUND

RS-485

LABEL 2, 3, 7

DC AC

2

01

SOLAREDGE- SE11400A-US

DC DISCONNECT

DC INPUT: 15.35KW, 500 VDC,

MAX. AC OUTPUT: 11.4KW, 240VAC, 47.5A

CEC-WEIGHTED EFFICIENCY: 97.5%

1" EMT CONDUIT

(6) 10 AWG (PV WIRE )

(1) 8 AWG(THWN-2) - GROUND

RS-485

LABEL 2, 3, 7

DC AC

1

01

SOLAREDGE- SE11400A-US

DC DISCONNECT

DC INPUT: 15.35KW, 500 VDC,

MAX. AC OUTPUT: 11.4KW, 240VAC, 47.5A

CEC-WEIGHTED EFFICIENCY: 97.5%

39 MODULES

SUNPOWER SPR-X22-360-COM

39 P400 OPTIMIZERS

(3 STRINGS OF 13)

1" EMT CONDUIT

(6) 10 AWG (PV WIRE )

(1) 8 AWG(THWN-2) - GROUND

RS-485

LABEL 2, 3, 7

DC AC

9

01

SOLAREDGE- SE11400A-US

DC DISCONNECT

DC INPUT: 15.35KW, 500 VDC,

MAX. AC OUTPUT: 11.4KW, 240VAC, 47.5A

CEC-WEIGHTED EFFICIENCY: 97.5%

1" EMT CONDUIT

(6) 10 AWG (PV WIRE )

(1) 8 AWG(THWN-2) - GROUND

RS-485

LABEL 2, 3, 7

DC AC

10

02

SOLAREDGE- SE11400A-US

DC DISCONNECT

DC INPUT: 15.35KW, 500 VDC,

MAX. AC OUTPUT: 11.4KW, 240VAC, 47.5A

CEC-WEIGHTED EFFICIENCY: 97.5%

13 MODULES

SUNPOWER SPR-X22-360-COM

13 P400 OPTIMIZERS

(1 STRINGS OF 13)

1" EMT CONDUIT

(6) 10 AWG (PV WIRE )

(1) 8 AWG(THWN-2) - GROUND

RS-485

04

(1) 1" EMT CONDUIT

(3) 6 AWG (THWN-2)

(1) 8 AWG (THWN-2) - GROUND

04

(1) 1" EMT CONDUIT

(3) 6 AWG (THWN-2)

(1) 8 AWG (THWN-2) - GROUND

04

(1) 1" EMT CONDUIT

(3) 6 AWG (THWN-2)

(1) 8 AWG (THWN-2) - GROUND

04

(1) 1" EMT CONDUIT

(3) 6 AWG (THWN-2)

(1) 8 AWG (THWN-2) - GROUND

04

(1) 1" EMT CONDUIT

(3) 6 AWG (THWN-2)

(1) 8 AWG (THWN-2) - GROUND

04

(1) 1" EMT CONDUIT

(3) 6 AWG (THWN-2)

(1) 8 AWG (THWN-2) - GROUND

04

(1) 1" EMT CONDUIT

(3) 6 AWG (THWN-2)

(1) 8 AWG (THWN-2) - GROUND

LABEL 8

LABEL 8

LABEL 8

LABEL 8

LABEL 8

LABEL 8

LABEL 8

60A

60A

60A

60A

60A

20A

60A

(2) 2.5" EMT CONDUIT

(3) 350 AWG (THWN-2) - PER CONDUIT

(1) 4 AWG (THWN-2) GROUND - PER CONDUIT

J BOX

MODULE TEMP

SENSOR

IRRADIANCE

SENSOR

(N) SE GATEWAY MASTER

DATA LOGGER

(N) ENERGY METER WITH

MODE BUS CONNECTION

TO SOLAREDGE PORTAL

45A

39 MODULES

SUNPOWER SPR-X22-360-COM

38 P400 OPTIMIZERS

(2 STRINGS OF 13,1 STRING 12)

39 MODULES

SUNPOWER SPR-X22-360-COM

39 P400 OPTIMIZERS

(3 STRINGS OF 13)

39 MODULES

SUNPOWER SPR-X22-360-COM

39 P400 OPTIMIZERS

(3 STRINGS OF 13)

39 MODULES

SUNPOWER SPR-X22-360-COM

41 P400 OPTIMIZERS

(2 STRINGS OF 13, 1 STRING 15)

37 MODULES

SUNPOWER SPR-X22-360-COM

37 P400 OPTIMIZERS

(1 STRING OF 13, 1 STRING OF 15, 1 STRING OF 9)

39 MODULES

SUNPOWER SPR-X22-360-COM

39 P400 OPTIMIZERS

(3 STRINGS OF 13)

39 MODULES

SUNPOWER SPR-X22-360-COM

39 P400 OPTIMIZERS

(3 STRINGS OF 13)

39 MODULES

SUNPOWER SPR-X22-360-COM

39 P400 OPTIMIZERS

(3 STRINGS OF 13)

SOLECTRIA PVI 7500

DC DISCONNECT

DC INPUT: 5.1KW, 600 VDC,

MAX. AC OUTPUT: 7.5KW, 240VAC, 35A

CEC-WEIGHTED EFFICIENCY: 96%

06
(1) 1" EMT CONDUIT

(3) 8 AWG (THWN-2)

(1) 8 AWG (THWN-2) - GROUND

2" EMT CONDUIT

(18) 10 AWG (PV WIRE )

(1) 8 AWG(THWN-2) - GROUND

LABEL 2, 3, 7

DC AC

11

03

90 MODULES

CANADIAN SOLAR CS6U-340M

(9 STRINGS OF 10)

RS-485

LABEL 8

ROOF TOP

CANOPY

600A

B F

A D E

2

3

410516000434

UNAUTHORIZED USE OF THIS DRAWING SET WITHOUT

W R I T T E N  P E R M I S S I O N  F R O M  C O N T R A C T O R  I S  I N

VIOLATION OF U.S.  COPYRIGHT LAWS AND WILL BE

SUBJECT TO CIV IL  DAMAGES AND PROSECUTIONS.
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